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FOREWORD

The work presented herein was conducted at the U.S. Army Fuels and Lubricants
Research Laboratory (USAFLRL), Southwest Research Institute, San Antonio,
Texas, under Contracts DAAK70-78-C-0001, DAAK70-80-C-0001, DAAK70-82-C-
0001, and DAAK70-85-C-0007. The work was funded by the Belvoir Research and
Development Center, Ft. Belvoir, VA. Contracting Officer's representative was
Mr. F.W. Schaekel, and the technical monitor was Mr. M.E. LePera, Fuels and
Lubricants Division, Materials, Fuels, and Lubricants Laboratory (STRBE-VF).
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I. INTRODUCTION

Long-term storage stability and cleanliness have been requirements imposed on
military fuels designed for tactical/combat environments. These requirements
have been necessary to ensure that fuels delivered or deployed in strategic
locations will be satisfactory for use during combat operations regardless of the
time interval between refinery production and ultimate use. This need becomes
very critical in relation to prepositioning of fuel stocks in which good fuel quality
must be maintained. Without guaranteed maintenance of fuel cleanliness and
stability during combat operations, combat fuels could iead to equipment vulner-
ability, engine malfunctions, increased maintenance, decreased mobility, as well as
numerous otiher problems.

Table 1 lists those major thrust areas which have been identified in the Army's
- distillate fuel stability program. This table has provided the basis for a discussion
of Army needs for diesel fuel stability and cleanliness in a report distributed in

The current report details the development of a field. fuel quality monitor for the

stability and cleanliness of distillate fuel to address the first thrust area. "Fiekd' —: o

' ,Test Technique Develcpment ;,iven in Table L.

* YABLE 1. MAIOR THRUST AREASIN ARMY
DISTILLATE FUEL STABILITY PROGRAM
Thrust Aveas » ) B Pul‘m

OFiéIchuchhwqueDewlopmcﬁt } _ ‘i‘cuqualuymdpcedumumqmmy

. *Survey Qualisy of Petsoleum Fuels R ,'cummehbamymdhods.wmmﬁdd _

'Cunduui’zdd?lobthwmuam . Edentify fuel- rclaledpmblammdldeqmyoﬂm o
‘ R pcocwcmcnlmdhmdhn;mmm -

'_ti:utua(e iddmmfed)cpowwand _ ,P:oudefudsdduhemucfordocmnluumd'
"~ Prepositioning. - o - fully fucled vehicles

* *Conduit Basic Research o 'Detmerwmlcudmswdcmumpfoducumbow' :
: ' : shmt-mdloaﬂamuotuc :

»Underscored numbers in parenthcscs refer to the hst of rciusences at the end of
this report. : " ‘ :




II. BACKGROUND

Quick, simple, and most importantly, reliable methods of detecting excessive fuel
contamination while in the field have long been sought. Although field labora ‘ories
offer a solution to this problem, they are usually large (requiring a vehicle to
transport them) and expensive to operate and maintain. A more practical solution
is a small, self-contained portable kit that would furnish a go/no-go answer with
regard to any given supply of fuel. Kits of this type are available commercially.
One such device is the Fuel Contamination Detector (NSN: 2H6630-706-2302).(2)
This kit, which has a self-contained vacuum pump to filter the fuel, uses a
photovoltaic cell to measure the light that passes through the filter to determine
~the amount of contamination on the filter. The unit was developed for turbine fuel
and has not been fully evaluated for diesel fuel; however, the Navy has evaluated it
for use with marine diesel fuel. The Navy concluded that the device could be used
to give a no/no-go answer.(3) This kit, however, reqmres an AC power saurce,
major disadvantage for a !xeid-operated device. _

The Army developed and type-classified standard VA%, an Aviation Fuel Contamina~ -
tion Test Kit in May 1984. Designed primarily for {ield use, the kit can conduct
_three basic tests: determination of the free (undissolved) water content by Aqua-
-~Glo method, particulate contamination by color standard, and fuel identification .
be grav;ty usmg APl hydrometers. Also available in the kit are matc.hed weight
filters.  These filters are available for taking particulate contamination samples in

the tield for later gravimetrlc determination on an analytical balance in 3 Base - |

- Laboratory, Mobile Laboratory, or other suitable laboratory facility. o

‘Another test used for detérmining fuel cleanliness. is the Filterability Ratio Test
(see Appendix A). This procedure has been used with considerable success in the
laboratory in predicting potential fuel deterioration/cleanliness problems. In this
test, the time required to filter a given amount of contaminated fuel is compared
“to the filtering time for an cqual portion of the same fuel that has been 7.
prefiltcred. A value of 1.0 for the test indicates a perfectly clean fuel. However,
- this test must have a constant vacuum source, which is sometimes difficult to
obtain in a field situation. | | -




In addition to testing for cleanliness, it is desirable to rate a fuel's approximate
storage stability, The U.S. Army Fuels and Lubricants Research Laboratory
(AFLRL) has an ongoing program devoted to the development and evaluation of an
in-the-field fuel cleanliness/stability testing device.

A laboratory study was initiated in late 1976 to define the relative stability
characteristics of a base set of fourteen test fuels. This study was used as input to
the definition of a field test capability for measuring quality and predicting
stability. Table 2 summarizes particulates data for seven test fuels using five
accelerated test procedures described in Appendix A. Note that the particulates in
the 150°C, 809C, and 43°C methods were determined using ASTM Method D 2276,
‘modified to incorporate a 1.2-micrometer pore size membrane filter,

TABLE Z. DISTILLATE FUEL STABILITY DATA BASE--PARCULATES
BY VARKJUS ACCB».ERATED STORAGE TESTS

_ - Particulaies, mg/100 ml, D 2276 (mod.,, 1.2u0)
o T Stability AIRT ]

) Test - 2 -0 Y 7 a ...3.... A _'L ki
DI S G N ¥ DR | % A K LT I R
1177 U X S K- = S X S X N X IR ['1
LT T X B X K R X 20 26 4
C e, by S X TR - SEY | & R X SN ¥ SRS T SN K R
. 168 by AR X SR - JENEURTNEY ' ¥ S ¥ NI b s Al
CeC,Mbweeks . . 08 . L 06 - Wb . 02 IR X X )

Cdwecks .08 08 ML 0% 02 o83 L aa

Based on data correlations of the fuels ranked according to particulates and
sediment at ¢ 39C (1109F) storage for 32 weeks, the best correlations were with the 4
30°C (175°F) test data. The D 2274 test data correlation was particularly poor. - .
.- The test with the geeatest potential for field use, based on its simplicity and short
test time (90 minutes), was the 150°C (3009F) test tube methad. Unfortunately, the

- 150°C test data correlated poorly for the ranked fuels. However, this method may

offer some potential if a gofno-go value of 4.0 mg/L00 mL is used. The data given
in Table 3 for a number of field samples, reinforce the suitat: ity of the 4.0 mg,l 100
mL value for golno-go dctcrmumlwn of fuel quality,




TABLE 3. COMPARISON OF ASTM METHOD D2274 AND
1549C TEST DATA FOR FIVE FUELS)

Particulates, mg/100 ml

Method Fuel |* Fuel 2° Fuel3* Fueld** Fuel$**
D22% 49 3.2 32 5.7 0.9
150°C, 90 min 13 8.6 6.0 102 2.6

* Vehicle fuel cell samples
*¢ Bulk underground stozage samples

Federal specification VV-F-300C for diesel fuel limits the D 2274 value to 1.5
mg/100 mL total insolubles; hence, the values for fuels } through 4 in Table 3 are
high both with respect to D 2274 and the test at 1509C for 90 minutes. The values
in Table 4 were recently presented (3) as go/no-go values based on test results for

TABLE 9. FUEL STABILITY RATINGS OF GOOD, MARGINAL,
~ AND BAD BASED ON uw_rmc INSOLUBLES VALUES

L Limiting Values for Raling Fuels .
A, /A0 sl it (L) ,
Jest Method Good T Margig_g} N
. DR oo I B ) " B %X ' & 3]
4330 Veted o S ’ ' S
dwk o ' <2 - 23 o >3
8wk Lo , < - | - ' >3
16 %k : ' <2 ‘ ' 2-3 _— >3
2wk ' . <2 - - 23 B >)
R b - o o , L
’ 1.5hy o <4 ) : S =) : >6
3.0k <4 ' B 5%
- 45k S < | & o ' >6
8'C. _ ' : - : '
. Ydays N <2 : 23 o >3
Tdays . _ <2 23 ' 5
tedays ' <4 _ 46 _ >6
D3 ‘ < : : 46 : >6

93.3C <Ly 1.5:22 >22

10




six fuels in a program to develop accelerated stability test techniques for middle
distillate fueis. For iudgiﬁg inherent fuel stability, total insolubles limiting values
were selected (Table &) for each of the six test methods. Fuels can then be rated
as good, marginal, or bad if -their insoluble values are less than the selected
limiting value, less that 150  percent of the limiting value, or greater than 150
percent of the limiting value, respectively. Note that the limiting values for good,
marginal, and bad for the 1509C test are <&, 4-6, and <6 mg/100 mL total
insolubles, respectively. ‘ B ‘ '

il
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IIL. LABORATORY PROTOTYPE FUEL QUALITY MONITOR

Basically an in-the-field fuel cleanliness/stability testing device (fuel quality
tester) was envisioned to perform four functionss

(1) sample the fuel from its storage container
(2) rate the fuel for cleanliness, ’

(3) age the fuel in some manner, and

(4) rate the aged fuel for stability.

Methods of performing these functions were first evaluated in laboratory
approaches prior to fabricating a field test unit.

A. Experimental

The laboratory prototype fuel quality tester was evaluated using nine fuels which
had been in ambient, vented drum storage for 3 years. The Jj-gallon drums
containing the test fuels were each moved to a shaded area and stirred for 15
minutes with an air-driven stirrer. The drums were then allowed to stand iar 2
days to allow the water to settle out. After this 2-day period, approximatelv &
gallons of each fuel were sampled Into a 5-gallon can. Each j-gallon can was then
used to simulate in-the-field fuel storage containers. Some of the unfiltered fu:i
~was sent to the laboratory for standard tests, which included color, steam jet gum,
water and sediment, total acid number, light absorbance, accelerated stability by
~ ASTM Method D 2274, and particulates by ASTM Method D 2276 (modified), In |
addition, the filters from the D 2276 test were also rated using the prototype filter
testing device. Table 5 is a compilation of this laboratory data. Examination of -
this data shows that the fuels used covered a wide range of stability, as measured .
by ASTM Method D 2274, but a more narrow range of cleanliness. | o

~ Flgure 1 is a flow chart for the evaluation procedure. Note that there are two
categories under which the evaluation procedures fall: ¥To Estimate Stability” and
"Tu Measure Cleanliness". The device shown in Figure 2 was used to obtain a -
sample of the neat fuel and consisted of a plastic tubing long enough to sample at
the desired depth in the fuel container, a filter holder, a receiving flask, and a
~ small hand-operated pump used as a vacuum source. -No filters were placed in the
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"TABLE 5. AMBIENT STORAGE OF DISTILLATE FUELS
DATA AFTER 36 MONTHS STORAGE

Sample Code No. 6574
Particulates, D 2276, 1.2 um,
mg/500 mi 4,78
Accelerated Stability, D 2274, Total
Insolubles, mg/100 ml 7.4
Steam Jet Com, D 381, mg/100 ml 11.4
Color (D 1500) 1.0
Total Acid No., D 664,
mg KOH/gm sample 0.026
Light Absorbance at 650 nm 0.021
575 nm 0.048
540 nm 0.073
500 nm 0.128
Water & Sediment (D 1796) A

A = race sediment; no water.
B = trace sediment; 0.30 vol% water.
C = 0.1 vol% sediment; no water,

6624
13.10

0.6
2.2
3.0

0.140

0.159
0,259
0,346
0.520
B

6625 6626 6630 6638 6678 6716 6746

100 136 1558 004 3.68 S22 1.10

20 6.2 2.1 0.1 1.0 1.5 0.3
4.0 4.2 40.3 0.2 1.9 13.2 2.2
1.0 20 6.0 0.5 4.0 30 0.5

0.085 0.009 0040 0.016 0085 0039 0063

0.001 0.015 0292 0.001- 0075 0041 0001
0.010 0.060 0645 0001 0,185 0116 0.001
0626 0.107 1.132 0.0001 0372 0.193 0.001
0.089 0.9t 2.070 0.001 0.83} 0327 0007

None None C None None A None

Obtain a Sample of Neat Fuel Using tht Field Filtering Device Without Filters

| To Es&r!;w Stability

1. Run color on the unfiltered fuel using the Ol

Comparator

2. Age the unfittered fuel at 156°C for 3 hours

3. Filter the aged fuel using the field filiering device

4. Rate the test filters using the Blectro-Optic

Photometer

5. Run color on the filtered fuel using the Ol

Comparator

To Mmure‘cmnnnm

1. Filter the unfiltered fueltﬂulhetwd filtering
device

2. Rate the test filters using the Eleciro-Optic
Photontetcy B

3, Run color on the filtered fuel using the Ol
Comparator

FIGURE 1. FLOW CHART FOR EVALUATION OF
' FIELD FUEL QUALITY MONITOR
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“€—Fjlter Holder

To Fuel Source

U D-—3 To Vacudm Source

«€——Receiving Flask

FIGURE 2. PROTOTYPE FIELD FILTERING DEVICE

filter holder while obtaining a sample of the neat fuel. To measure the cleanliness
of the fuel, filters were installed in the field filtering device, The filters used
during evaluation of the initial laboratory prototype device were l.2-micrometer
pore size cellulose acetate-cellulose nitrate membrane filters. The filter holder
was manufactured by Schleicher and Schuell, Inc., Model No. FPO50/9.

For this effort, 500 mL of the unfiltered fuel were filtered through two sandwiched
l.2-micrometer millipore filters (a sample fliter and a control filter) using the
prototype field filtering device (Figure 2). These filters were preweighed so they
“could be reweighed at a later time for gravimetric quantitation of particulates. |

- To rate the filters for cleanliness, an electro-optic photometer (EOP) was mocked
up, since the feasibility had been qualitatively demonstrated previously. This
instrument (Figure 3) projects a beam of light through the test filter and measures
the amount of light that passes through the filter by means of a photosensitive cell,
The lamp and detector - of the EOP are shielded from external light during
measurements. o

14
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FIGURE 3. DIAGRAM OF LARBORATORY PROTOTYPE
ELECTRO-OPTIC PHOTOMETER APPARATUS

\ Detector

The amount of light blocked from passing through the filter is a function of the
amount of particulate contamination present on the filter. “To measure the color of

the fuel, a commercial device manufactured by Hellige Incorporated called a -

Hellige Oil Comparator Outfit No, 607-OC was used. This device allows for the
comparison of the color of the fuel to a set of standard colored discs. - Detailed

operating Instructions of this equipment are found In Appendix B, To estimate the
-stability of the fuels, 55 mL of each fuel were prefiltered and placed Into each of

- four test tubes to be heated at 150°C for 3 hours. After aging, the fuels in two of
.- the tubes were filtered using the field filtering device (see Figure 2) with two
- preweighed l.2-micrometer membrane filters. The fusls in the other two tubes
L were filtered by modified ASTM Method D 2276, also using l.2-micrometer

membrane filters, The field filtering device test filters and the D 2276 filters

~were then rated using the EOP. The filtered fuel from the field filtering device

ey e e e mE . w o w R N




was tested for color. The l.2-micrometer filters from the D 2276 determination
(both the 3-year storage samples and 150°C aged fuel) were rated by the EOP in a
dry state. The field filtering device filters were rated while still wet with fuel.

B.  Discussion

The hand pump used with the field filtering device was able to create enough
suction to filter most of the fuels. However, if water was present in the fuel,
filter plugging often occurred. In some cases, when using the field filtering device,
the particulates tended to localize on a given area of the filter. The fuel was also
occasionally permitted to flow either around or between the filters because the
filter holder did not hold the filters securely in place and the vacuum was not
constant. Each of these occurrences can result in erroneous readings when the
filters are rated using the EOP. Table 6 lists data for the filtration of fuel
through the field filtering device from both the filtration of the neat fuel and the
filtration of the aged samples from the 150°9C test, The table gives the weight of
particulates left on each filter following filtration.

TABLE 6. DAT/ FOR FILTRATION OF FUEL -

THROUGH THE FIELD FILTERING DEVICE -
S (l 2-micrometer pore size membrane filter) o

. Sample Code No. ’ . ‘65?4 ,-6624 6625 . 6626 . 6630 6638 6678 . 6716 ~6M6 -
. Neat Fuel i L B ST
7 Weight of Particulates, mg/500 ml , o . -
o Sample filter A4 . 104 046 19232 1004 - 1266 1564 108
Coneol filter I ¥ 100 008 1266 1002 1200 8.4 1008
Difterence .38 % - 004 038 . 666 002 0.66 V'I.SO'. : 130 LT
150°C (3 hr Aging of Fuel) ,
Weight of Particulates, mg/100mi : _ ' :
Samplefilter - - 139 600 308 128 920 042 412 250 144
Control filter, 4R 04 0.08 028 060 042 -000 '0.28 006

. nSampic wou!& noi filter ﬁue to high percenwge of water preseat in fuel.
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The EOP uses attenuation of a light beam by the test filter to estimate the amount
of particulate contamination present on the filter. The amount of light that passes
through the test filter is measured by a photosensitive cell. The percent light
transmittance (%T) through each test filter was calculated using the formulas
given in Table 7. The absorbance of each filter (sample and control) was calculated
using transmittance values.

TABLE 7. TRANSMITTANCE/ABSORBANCE CALCULATIONS
FOR TEST FILTERS

Transmittance, T, is defined as
T=I/,

where
1, = Initial Intensity
I+ = Transmitted Intensity
% T = T(100)

Absorbance, A, is defined as _

A=logIl/T = log §,/1y
Particulate Absorbance is equal to
A of sample filter minus A of control filter

Particulate absorbance, the absorbance due to the particulate on the sample filter, -
is determined by subtracting the absorbance of the control filter. from the - - '
‘absorbance of the sample filter. - : ' S

The presence of particulates on the control filter (second or backup filter in each
set) indicates that fuel was allowed to flow between the two filters. When this
control filter weight is subtracted from the sample filter weight, the result is an

-~ erroneous weight for the total amount of particulates. Since the EOP reads the
* amount of particulates on the filter, the EOP readings would also be misleading if

fuel were allowed to flow between the filters. One possible way to alleviate this

» problem Is to use a filter holder similar to the type used in the ASTM Method D
- 2276. In D 2276, the two parts of the holder are clamped together, rather than

T
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screwed; another solution might be to use a standard vacuum pump that has been

e L ot
PES Tl RiPigb RIE B 0o 4 ST S 3

converted to run on batteries rather than a hand pump. This vacuum pump would

i

conceivably deliver a greater and more constant vacuum, thus reducing the
possibility of the two filters separating and allowing fuel to flow between them.

For evaluation and calibration purposes, it was necessary to determine the relation
of the EOP results to the actual weight of the particulates on the filter. EOP
readings were recorded for each {filter, and absorbance values were calculated.
These absorbances were then converted to particulate absorbance values (Table 7)
and compared to the weight of particulates as determined gravimetrically. Table 8
lists the various particulate absorbance values compared to the gravimetrically
determined particulate weights.

TABLE 8. COMPARISON OF PARTICULATE ABSORBANCE
'VALUES TO ACTUAL PARTICULATE WEIGHTS

Result
Neat Fuel, 1.2 um 150°C (3 hraging), 1.2um
Particulate Pmiculate . ' Pmiwlate Particulate
6574 _ 6574
: © 1384
. 6624 o o w2 . 6624 ' ‘0.4 5.76
o 6625 0.1 0.04 6628 o1 . 300
6626 0.1 S 038 662 01 100
o~ 6630 07 - . 666 - . 6630 e 860
o 6638 -0l X 6638 SR Y B X
N © 6678 06 0 0 T e T 0 42
$ 616 0l 130 - 66 oW uee
6746 0.2 0.66 6746 0l 1.50

&

)
A ..
. o
an

~ Neat Fuel, 1.2 pm L 1500

v Particulate ~ Particulate T Partlculste  Pardcuiate
-4 » Ahmmnr.: Mm - -SamplaNo, - Shsarbancs, »W:hh.t.,mx
! 6574 : - N .08 R Y Y
o 6624 oe .m S e L s8

" 6628 L1 R X 6628 S % SR X

¢ 6626 . 01 - w4 e ol . 12

o 6630 19 186 - 6630 S C 11
ol 6638 . 00 04 6638 .01 0.

4 68 - 06 . el .08 . 30

e 66 S0 52 SN 17 a8 :
< 6146 ol -1 " TN | % B L2

 SFilter plugged by water in fuel
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Examination of the data in Table 8 shows that the overall particulate absorbance
values for the samples filtered by D 2276 are higher for corresponding samples than
those for the samples filtered using the field filtering device. This could be that
the D 2275 filters were rated by the EOP while dry whereas the field filtering
device filters were rated while still wet with fuel. Also, if the field filtering
device allows fuel to flow around and between the filters, the results would be
lower in value than expected, Most likely the explanation is a combination of the
above two reasons. Note also that the particulate weights for corresponding
samples tend to be higher for the D 2276 filters. This is probably also a result of
the fuel flowing around and between the filters. It was also noted that color bodies
present in the fuel tended to absorb onto the cellulose acetate-cellulose nitrate
filter medium. These color bodies could absorb light but would not register as
increased weight, thus leading to erroneous results. |

Since the accuracy of the absorbance data obtained from the field filtering device
filters was questionable, it was decided to use only the D 2276 filters to calibrate
the EOP. Figure 4 is a plot of the particulate absorbance versus the particulate

20f
1.6
g A
E g
s L2 :
4
@
8
S 08Pk
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£ .
8 *Data Found
e 0.4 inTable 8
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2.0 4.0 6.0. 8.0 10.0 12.0 14.016.0 18.0 20.0-22.0 24.0 26.0
- Particulate Weight, gy N

FIGURE 4. PLOT OF PARTICULATE ABSORBANCE VERSUS
A PARTICULATE WEIGHT DATA FRROM TADLE 8 '
(Samples filtered using ASTM Method D 2276, mod., 1.2 um)




'weight for the D 2276 f{ilter data from Table 8. Examination of the data shows,
with few exceptions, an increase in particulate absorbance as particulate weight
increases. For this reason, it was felt that the EOP was a viable approach to
estimating the amount of particulates on a filter.

- To measure color, the Hellige oil comparator device was chosen because it is small,
portable, easy to use, and requires no light source other than the sun. Color
evaluations were run both by ASTM Method D 1500 and the oil comparator. As
shown in the results of these color evaluations (Table 9), the oil comparator gave
results equivalent to D 1500. Although the values for D 1500 sometimes varied
from the oil comparator values by 0.5 unit, this slight deviation is within the
precision of the D 1500 method. The color evaluation is normally run as an adjunct
to other stability tests as described in Appendxx A. Procedures for the color test
are gwen in Appendix B.

TABLE 9. DETERMINATION OF COLOR BY ASTM METHOD D 1500
VBRSUS THE HBLLIGB OIL. COMPARATOR

 SumpleCodsNo. ~ - - 63T 66 . 6625 6626 6430 6618 . 6B 6TI6 - 66

. Neat Fuel o L
D 1500 _ N 30 10 20 60 05 40 30 085 .
. OilComparator -~~~ -~ L3 '35 1O 25 65 05 40 30 03
. D274 Filuate o C , e - s -
Oil Comparator ..~ .0 O3S LE 30 68 05 0 40T 23 0 08
- 130°C (3 hr Aging), Filumfmm . - : ' '
_mlddcvkcﬁlmuou , - 2 S o _ E
DI o 6y 40 LS 40 70 0S50 45 L0
OuComwator 0 40 20 . d.(}-., 0 05 50 S50 . w0

- *See Appendix B,

" The fnterébility‘ratio test for clzanliness was performed on four of the fuels. This N
~ test measured the time required to filter a given amount of contaminated fuel and
- then compared this 0 ;he filtering time for an equal portion of the same ’:ug! that

20




has been prefiltered. A value of 1.00 for the test indicates a perfectly clean fuel.
Table 10 contains the results of this test. This procedure could very well be used in
conjunction with the EOP to evaluate fuel cleanliness. However, this test requires
a constant vacuum source which would eliminate the use of a hand pump. It may
be possible to perform this test in a field environment with over-pressure on the
input side of the filter being used to create a differential pressure across the fiiter,
rather than using vacuum on the output side to create the differential. The low
volume and low pressures required could be supplied from a small tank of
compressed air or inert gas through a suitable constant pressure regulator.
However, this approach has not as yet been tested.

TABLE 10. RESULTS OF FILTERABILI‘I'Y RATIO TEST AND
FILTRATION BY ASTM METHOD D276

Saple Code No. O A
Filterability Ratio, 3, &, : AT L B N S
 S00ml samples T ¥ - N .
CPatlalus,DRMbmod, e
AmeyS0m M0 L0 s

- To estimate the stability of the fuel, samples Qere héaied at 150°C for 3 hours. |
Table 11 contains the data from this aging procedure, Included in the table are the
parth.ulate ‘weights from both the field filtering device filteation and the D 2275

filtcation. Also. included in Table 5 am the results o: thc ASTM Method D zzm' R

testof the neat iuel. .

- After examiriing the data, it was judged that a linear relationship did not exist
- between the 1500C test data and the D 2274 test data. However, a gofno-go value
for the 150°C test might be determined. It was also decided to shorten the 3.0-

 hour aging period to 1.5 hours. Not only was 3 hours ¢onsidered too lOug for a tield " f | .

test. but it was also throught o be more extreme than necessary.
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D 2274, ‘ 150°C Test, (3.C hraging)
Sample Code Total Insolubles, Particulate Weight, mg/100 m}, 1.2 ym
—_— _mgam_m_ Field Filtering Device D 2276
6638 , 0.1 0.1
6626 0 2 0.9 1.1
6746 0.3 14 11
6624 0.6 5.3 53
6678 1.0 3.7 45
6628 20 - 2.7 il
6630 21 78 10.0

TABLE 11. COMPARISON OF 150°C TEST DATA
TO DATA FROM ASTM METHOD D 227%)

6574 74 123 ' 6.7

The data generated during the evaluation of the laboratory prototype indicated

that the

one. However, some areas needing improvements were identified.

W

()

@

@)

approach to measuring the stability and cleanliness of fuel was a viable

All-the electrical instruments in the prototype device were depeﬁdent B
upon 120 volts alternating current (VAC) for power, Thls dependence
-upon line current was a limitmg factor to in-field use.

."_A stable power supply_ for both the lamp andthe detector was needed..
Conversion of existing circuitey or locating a lamp and detector that

- could be. powercd by cne or two lz-val: batteries were possible' |
. solutions. - - S - '

.Color bodies from the fuel tended to adsorb onto the membrane filters.
If water was in the fuel, the sample would filter more slowly through
the membrane filters or possibly not filter at all,

The filter holder needed improvement so that fuel could not flow
- around the edge of the filters. '
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IV. PORTABLE FIELD FUEL QUALITY MONITOR

The development of the first prototype of the Field Fuel Quality Monitor (FFQM) is
discussed in an earlier report {6) and Section IIl of this report. This section
describes and discusses the test and evaluation of the most recent version of the
FFQM.

A. Description of the FFQM

The FFQM is contained in two carrying cases. The case containing the CFMD, the
sampling equipment, and the filtering equipment is 18 in. x 26 in. x 9 in. Fully
loaded, this case weighs 30 pounds. The second case contains the 1500C test
equipment. Fully loaded, this 10 in. x 16 in. x il.5 in. case weighs 25 pounds. The

two cases and equipment are pictured in Figure 5.

FIGURE 5. THE FIELD FUEL QUALITY MONITOR
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Reference is once again made to the flow chart in Figure 1. In order to sample the
fuel from its storage container (can, vehicle fuel cell, etc.), an apparatus such as
the one pictured in Figure 6 is used. A vacuum is applied to the sample container
by using the hand pump, and the fuel is drawn into the can through the tubing.

RUBBER STOPPER

PLASTIC TUBING

SAMPLE
CONTAINER

. FIGURE 6. FUEL SAMPLING APPARATUS

‘T filter the fuel, the apparatus pictured In Figure 7 is used. This filtering -
' apparatus was used in preference to. the devm. used for iiltcrinf, in-the- laboratory‘y |
‘ ;pmtetype. The idter holder in the newer apparatus does not allow. fuel 10 flow

- around the edge of the filters as did the  polycarbonate {ilter holders A-500-mL - - )

- aliquot is taken from the fuel ’satﬁplé,_m\d flltered: through two glass fiber filters,
Glass fiber filters are used because color bodics may adsorb onto the membrane
tilters which could alter the readings. It is important to note that the glass fiber
| tilters must have o aominal porosity of 1.5 micmiﬁctets; - These two filters (a  . .
~samiple filter and a control filter) arc rated for amount of particulate matter

) - present ysing the Contaminated Filter Measuring Device (CFMD) pictdred in Figure -
3. The CEMD is'eswn;ially_a field-portable model of: the EOP described ecarlier.

‘The CFMD vates a filter by beaming light through it and measuring the amount of -

light that passes tiwough. The readings are. compared to a cahbrahon curve to»
e:.umate the amount oi pm'uc.ulate matter present. - ‘ '
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The color comparator described in the preceding section was used to measure the
color of the fuel. This device is small, portable, and does not require a special
light source. The device gives results that are comparable to results from ASTM
Method D 1500.

To age the fuel, 50-mL fuel samples are prefiltered, placed in test tubes, and
heated to 150°C in a small, 115 VAC heating block as pictured in Figure 9. This
aged fuel is then filtered using glass fiber {filters, and the filters are rated using the
CFMD.

B. Detailed Description of the FFQM

Figure 10 is a block diagram for the CFMD. Figure 1 is the wiring schematic for
the CFMD, and Figure 12 is the layout pattern for the printed circuit board in the
CFMD. To measure the amount of particulate matter in a fuel, a sample of the
fuel is filtered through two sandwiched filters (a sample and a control filter). The
filters are then placed in the appropriate test chamber in the CFMD. The amount
of light which passes through each filter is detected by the photocell. The output
from each of the photocells is amplified and sent to a voltage comparator. The
voltage comparator ratios the two signals. The resultant signal is fed through a
string of controlling resistors to a light emitting diode (LED) bar graph indicator,
The LED indicator is a series of ten LED's with the strength of the signal
determining the number of lights which come on. A strong signal, which results
from a relatively clean sample filter, will llluminate more LED's than a weak signal
(dirty sample filter), '

The value of each resistor in the string was calculated so that the approximate
particulate weight range for each LED Is as indicated in Table 12, These levels are
set by measuring the actual output for“a series of filters. The desired weight
ranges were selected, and the value of each resistor In the string of controlling
resistors was calculated so that the appropriate number of LED's will illuminate
based on the output signal. Table 13 provides the values for each of th» resistors
In the string. Figure 13 is a plot of CFMD results against actual weight of
particulate on the filter to illustrate this relationship. In a recent program

-sponsored by the U.S. Navy (7), the CFMD was compared to two other methods for

estimating the amount of particulate on a filter. Alter the {ilters were tested in
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FIGURE 9. FUEL HEATING BLOCK

LED OUTPUT
INDICATOR

SIGNAL

DIFFUSER

COMPARATOR ,DIFFESER

iy I

R f —
PHOTOCELL/  SAMPLE BULB
AMPLIFIER FILTER FILTER

| i
REFERENCE  PHOTOCELL/

AMPUFIER

FIGURE 10. BLOCK DIAGRAM FOR CONTAMINATED
FILTER MEASURING DEVICE
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FIGURE 12. LAYOUT FOR PRINTED CIRCUIT BOARD FOR THE
CONTAMINATED FILTER MEASURING DEVICE

TABLE 12. RELATIONSHIP OF CFMD LAMPS ILLUMINATED
TO WEIGHT OF PARTICULATE ON TEST FILTER

Approximate Weight Range
No. of of Partculate on Filter,

Lamps llluminated mg

10 - 0-1.5
9 - 1.52
8 - 23
1 - 34
6 - 45
s - 56
4 - 6-7
3 - 18

2 - 810
1 - >10
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TABLE 13. RESISTOR VALUES FOR THE CFMD CONTROLLING
RESISTOR STRING

Calculated Actual
Controlling Value Value
Resistor Q

R7 . 1.10K
RS 787
R9 442
R10 215
R11 332
R12 215
R13 110
Rl4 218
RIS 110
RI16 Jumper
R6 7.50K
R70 Open
RNl Open

X
X
5. 1 i 1 ] H

1.8 2.0 9.9 4.0 5.0 60 7.0 8.8 6.0 2.2 11.0

CFMO READING, NO. OF LED’S ILLUMINATED

FIGURE 13, RESULTS FROM CFMD VERSUS WEIGHT OF
PARTICULATE ON THE FILTER
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the CFMD, they were rinsed with heptane to remove the fuel, oven dried, and re-
weighed to determine the weight of nonvolatile particulates collected. The dry
filters (sample filter only) were then rated using two different visual comparison
charts (DuPont Method F-21 and ASTM Method D 2276, Appendix C). These data
are presented in Table 14. The CFMD, DuPont, and ASTM data are also plotted in
Figure 14. The plots of CFMD data in Figures 14 and 15 are slightly different.
This is attributed to the fact that the data in Figure 14 are from a smaller set of
samples. Examination of these plots shows that the CFMD data exhibit good
sensitivity throughout the range tested. The DuPont and .ASTM data have very
little sensitivity, especially above 5 milligrams of sediment. '

Note that these CFMD results are reported in percent transmittance (%T). The
CFMD is designed so that the operator may determine a more precise answer using
a voltmeter. Test points are provided on the back of the unit to which a voltmeter

TABLE 14. FILTER RATING BY VARIOUS RATING METHODS

Gravimetric Navy Diesel
Particulate Fuel Sediment Army duPontt ASTMS,
Weight, Tester, CEMD*, Chart Chart
D 2276,mg Scale Reading ST Rating Rating
04 0.8 69 8 2
0.9 0.8 68 9 3
1.8 30 53 18 9
25 3.0 63 20 9
24 36 56 17 6
30 34 46 16 6
30 4.0 51 0 7
4 38 64 16 6
kN 44 43 bt 9
4.0 4.6 k1] 18 1
4.5 44 39 18 7
5.7 4.6 kY) 20 9
6.0 6.8 28 0 10
1.8 6.8 ] ¢ 10
8.2 6.2 » 20 9
94 6.8 13 ot} 10
103 68 8 0 10
10.7 6.8 13 20 10
12.2 6.8 4 1) 10

'Aimy‘s a:n-umimled Filter Measuring Device
fauPont F-21 Test Reference Blottess
$ASTM D 2276 Color Standards, Appendix A3
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FIGURE 14. PLOT OF FILTER RATINGS VERSUS SEDIMENT WEIGHT

may be attached, The voltmeter readings from each channel (sample and
reference) are ratioed to determine the %T. This %T value can then be converted
to the approximate milligrams of sediment on the filter using a calibration chart
(see Figure 15).

It should be noted that the calibration chart was developed using mostly fuels that
contained brown colored particulates. When the particulates are black in color,
{alse reading may be obtained with the CFMD. Black particulates tend to absorb
more light than brown particulates and thereby give a false high reading. Some
examples of false results obtained with black particulates are given in Table 15.
One possible way to eliminate this problem Is to find a light source and detector at
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TABLE 15. EXAMPLES OF FALSE CFMD RESULTS OBTAINED
: WITH BLACK PARTICULATES ,

No. of LED’s Particulate Weight Actual Gravimetric
Illuminated by CFMD, mg Weight, mg*

6-7
1-8
8-10
67
8-10
>10
>10
>10
>10
67
>10
>10
>10
>10
210
>10

Ll A Y BTN

*Determined using an analytical balance

a wavelength where nelther black or brown particulate have spectroscopic absorp-

tions.

The FFQM provides a means of estimating the stability of a fuel sample. A 50-mL
sample of the fuel is aged at 1500C and then filtered. The test filters are rated by
the CFMD to estimate the amount of material formed during aging. This test is
most useful when used to monitor a given fuel supply over a period of time. A
sudden rise in the results of the test could indicate a decrease in the stability of
the fuel. The test is also useful for assessing the response of a fuel to stabilizer
additives (such as MIL-S-53021). An attempt was made to determine the
correlation, if any, between this test and the ASTM Method D 227¢ (the
accelerated stability test specified in the Army Diesel fuel specification, VV-F-
800C). The 150°C test Is a rapid test in which the test fuel is aged at 1509C,
usually for either 1.5 or 3.0 hours. In ASTM D 2274, the fuel is aged for 16 hours at
95°C. Oxygen is bubbled through the fuel during aging in the D 2274 test; whereas,
nothing is bubbled through the fuel during the 1509C test aging period. The amount
of adherent insoluble material (gum) that is formed during aging is also determined
in the D 227¢ test. When the 1509C test is performed in the laboratory, the
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amount of adherent insolubles formed may be determined. In a field test, however,
«: it is not possible to make this determination due to lack of required
. equipment/materials. For this reason, the relationship between the 140°C field
xs‘.-\_ . .
B - -test and the D 2274 test is probably less than it could be,
4
: . To determine this relationship, approximately 180 to 190 samples were analyzed
by ASTM Method D 2274 and four versions of the 150°C test were evaluated using
5 . both the CFMD and an analytical balance. The gravimetric data were used for
2133; o data analyses. The four versions of the test were as follows:
N 1) Age the fuel for 90 minutes; filter the aged fuel using a 1.5-micrometer
. pore size glass fiber filter
s
B 2) Age the fuel for 180 minutes; filter the aged fuel using a 1.5-
. N micrometer pore size glass fiber fxlter
" [y

ol 3)  Age the fuel for 90 minutes; filter the aged fuel using a 0.7-micrometer
I : pore size glass fiber filter
X
- 4). Age the fuel for 180 minutes; filter the aged fuel using a 0.7-
. SR ~  micrometer pore size glass fiber filter

The data from these four versions were plotted against the total insolubles results
“for the ASTM Method D 2274, These plots are given In Figures 16 and 17.

oo  In a field test such as this, it is not possible to determine the amount of adherent
R Insolubles formed during the 1500C aging. Thus, the results of all four vers ~~s of
:::‘, '  the 1509C test were plotted against the D 2274 filterable Insolubles only, for
::‘1 o - comparison purposes. These plots are provided in Figures 18 and 19. A least
BE squares, first degree polynomial regression was also performed on each set of data.

The best straight line Is drawn in each plot and the slope, intercept, and correlation
coefficient are given In Table 16. Note that all the correlation coefficlents are
low Indicating poor correlation, and none of the data has a aigmncantly better -

Bt correlation than the others.

;':::: - - It was also felt that many of the particles formed in the D 2274 test might be
‘f;::' 3 passing through the standard 1.5-um pore size glass fiber filter used in the method.
e % ~ For this reason, several of the D 2274 test samples were filtered a second time.
; The second filtration was through a 0.7-um pore size glass fiber filter. The

"..t'-; v _‘ 35
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FIGURE 16. PLOT OF STANDARD ASTM METHOD D 2274
TEST RESULTS VERSUS 150°C TEST RESULTS AT
90 MINUTES AND 180 MINUTES AGING TIME -
(1509C Test Aged Fuel was Filtered Through
a 1.5 pm Pore Size Glass Fiber Filter)
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FIGURE 17. PLOT OF STANDARD ASTM METHOD D 227%
TEST RESULTS YERSUS 1509C TEST RESULTS AT
90 MINUTES AND 130 MINUTES AGING TIME
(1509C Test Aged Fuel was Filtered Through
a 0.7 um Pore Size Glass Fiber Filter)
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FIGURE 18. PLOT OF ASTM METHOD D 2274 FILTERABLE INSOLUBLES
VERSUS 1500C TEST RESULTS AT 90 MINUTES AND
: 130 MINUTES AGING TIME
(150°C Test Aged Fuel was Filtered Through
a 1.5 um Pore Size Glass Fiber Filter)
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FIGURE 19. PLOT OF ASTM METHOD D 2274 FILTERABLE INSOLUBLES
VERSUS 1500C TEST RESULTS AT %G MINUTES AND
1830 MINUTES AGING TIME
(1509C Test Aged Fuel was Filtered Through
a 0.7 um Pore Size Glass Fiber Filter)
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TABLE 16. SLOPE, INTERCEPT, AND CORRELATION COEFFICIENT

FOR THE LEAST SQUARES, BEST FIT LINES IN FIGURES 15-18
Figure Correlation
No. Slope Intercept Coefficient (R%)* b
16A 1.561 -0.155 0.332
6B 4234 -0.506 0.359
1A 2.264 -0.217 0.484
17B 5.140 ~0.606 0422
18A 1.839 0.103 0.342
18B 4.741 0.283 0.334
19A 2498 0218 - 0.437
198 5.686 0376 0.382
*R2 of 1.000 = perfect correlation
particle weight obtained from the second filtration (0,7-zm) was then added to the
particle weight from the first {l.J-zm) filtration. Figures 20-23 are analogous to
Figures 16-19 using the revised filterable Insolubles values. The slope, intercept, )
and correlation coefficient for each of the best fit lines In the figures are given in
Table 17, Note that the correlation coefﬁc;;i,ants,.fcg&f Figures 20-23 are also quite )
dows o7 e R : o
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(150°C Test Aged Fuel was Filtered Through
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FIGURE 21. PLOT OF ASTM METHOD D 2278 TEST RESULTS, WITH REVISED
" FILTERABLE INSOLUBLES DATA, VERSUS 150°C TEST RESULTS AT
- 90 MINUTES AND 180 MINUTES AGING TIME
(1509C Test Aged Fuel was Filtered Through
a 0.7 um Pore Size Glass Fiber Filter)
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FIGURE 23. PLOT OF ASTM METHOD D 2274 REVISED FILTERABLE
INSOLUBLES VERSUS 1500C TEST RESULTS AT 90 MINUTES
AND 180 MINUTES AGING TIME
(1509C Test Aged Fuel was Filtered Through
a 1.5 pm Pore Size Glass Fiber Filter)
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TABLE 17. SLOPE, INTERCEPT, AND CORRELATION COEFFICIENT
FOR THE LEAST SQUARES, BEST FIT LINES IN FIGURES 19-22

Figure - . Correlation
No. Slope Intercept Coefficient (R)*
20A 0.595 -0.059 0.522
20B 1.198 ~0.189 0.395
21A 0.492 0.161 0.188
21B 1.675 ~0.2§3 0.406
2A 0.741 0.004 0.533
2B 1.640 =0.129 0.487
23A 0.729 0.167 0.272
23B 2.215 -0.143 . 0.467

E;of 1.000 = perfect correlation




V. FIELD TESTING AND EVALUATION

The FIFQM underwent testing and evaluation at several Army installations including
the POMCUS Fully Fueled Vehicle Test in Miseau, Germany; Fort Polk, LA;
Alabama Army National Guard; Belvoir R&D Center, VA; Fort Carson, CO; Fort
Hood, TX; and the 200th TAMMC, Zwiebrucken, Germany. An FFQM is still in use
at each of the last three sites as of this writing. The purpose of this portion of the

program was to:

A) Demonstrate field fuel quality monitor utility/effectiveness,
B) Identify any deficiencies and/or possible modifications,

C) Provide initial assessment of user confidence in this equipment and
suitability for use by troops, and

D) Correlate on-site field test results with standard ASTM tests and fuel
quality monitor results obtained under laboratory conditions.

Several user comments were received as a result of this phase of this program.
Many of the comments dealt with particular changes to the users manual that
would simplify use or operation. Examples include suggested illustrations to
simplify the use of the equipment and suggestions for cleaning the apparatus.
Some users had difficulty in adjusting the heating block to the proper temperature;
however, a suitable replacement for this heater could not be found. All users were
pleased with the size and ease of use of the CFMD. The user comments as a whole
provided the type of information needed to make the FFQM useful and convenient
to use by field personnel.
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VL. CONCLUSIONS AND RECOMMENDATIONS

] A portable unit to measure the quality of distillate fuel in the field was
developéd.

° The feasibility of using light transmittance through a filter to measure the
amount of contaminant present on a filter and thereby measure the cleanli-
ness of a distillate fuel sample was shown. Light transmittance and
gravimetric analysis were correlated for particulates on test filters. It was
determined that initial lamp intensity of the Contaminated Filter Measuring
Device (CFMD) had essentially no effect on the measured transmittance
through the filter.

o The Field Fuel Quality Monitor underwent user testing and evaluation at
several Army installations which provided much useful information for
improving the FFQM.

e  The 150°C test for fuel stability was judged to be most useful as a monitoring
tool. The test was found to have poor correlation to ASTM Method D 2274.

° Black particulates may give false readings in the CFMD. Possible methods
including light sources at other wavelengths, for reducing or eliminating this
potential error should be investigated; including light sources at other
wavelengths.
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APPENDIX A

EXPERIMENTAL TEST PROCEDURES FOR DISTILLATE FUELS
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APPENDIX A
EXPERIMENTAL TEST PROCEDURES FOR DISTILLATE FUELS

The following experimental methpds are used to test distillate fuels:
1. Color: ASTM D 1500-64

2. Steam Jet Gum: ASTM D 381-70 (Modified)
Modification:The residue is dried an extra 0.5 hr in the gum block if it still appears wet after the
first 0.5 hr.

3. Particulate Contamination: ASTM D 2276-7 (Modified)
Modification: *47-mm diameter filters are used instead of 37-mm diameter filters.
*].2-micrometer pore size filters are used instead of 0.8-micrometer
pore size filters.
* n-heptane is used as the solvent.
*The sample size may range from 100 to 1000 ml,

4. Accelerated Stability: ASTM D 2274-74,

5. NACE S8tandard TM-0L-72 Steel Corrosion: Antirust properties of petroleum products pipeline
cargoes test method.

6. 43°C Storage Test: This test method is used for studying the storage stability of dnsullate fuels
under vented 43°C storage conditions.

The bottles used were made of borosilicate glass (Curtis Matheson Scientific, Inc., Catalog No. 037-
59 (1977), are rectangular (the cross section is 6.35 cim x 9.53 cm), and are 27.31 cm in overall
height. The volume of each bottle is 1 liter. The bottles have a tool-finished neck for increased
strength, with an opening that takes a No. 6 rubber stopper, A 10.2-cm square, thin shect of Tef-
lon was wired securely around the neck to cover the opening. A 0.64-cm diameter hclc was
puached into the sheet for insertion of a bent plece of glass tubing to act as a vent.

~ The storage bottles were cleaned with alkaline laboratory cleaner and then nnsed with water, Each

bottle was filled approximately half full with chromic acid cleaning solution and rolled in such a
way that all of the inner surface came in contact with the acid solution. The bottle was allowed to
stand for at least 1 he before it was vinsed four times with delonized water. Thc bottlcs were anowad E

to deain and then dry overnight in an oven at 150°C.,

The fuels to be tested were prefiltered through a 1.2-micrometer membyane filter (Millipore Corp., |

‘Bedford, MA, Catalog No. RA-WP-047-00). Then four samples (650 ml per sample) of each fuel

under study were placed in the botucs and propeﬂy labclcd The pcrtomed caps prevmusly

~ described wete placed on the botiles.

~ One boitle from each series was retained for analysis at zero weeks slonigc. The controi samplm
were stored in the dark under nitrogen at -1° to 4°C until analyzed. The remaining bottles were
- placed in the 43°C oveir. One bottle of each fuel was removed after 12, 16, and 32 weeks of storage.
The samples were carefully inspected for the appearance of visual sediment and were analyzed for

color by ASTM Methiod D 1500, Filterability ratio (modificd) and steam jet gumn were also deter-
mined. Then 100 m! of each sample were filtered, using a modified D 2276 niethod, through 1.2-
micrometer membrane filter (as described above). ‘rhe filter was diicd and we:ghed The multma

_ particulites were repo:ledasmg/wo ml.

3




7. 80°C Storage Test: In this test, ten 120-ml volume sample bottles were used for each fuel. The
caps of these bottles were fitted with a Teflon liner, and each liner was pierced with a 0.65 cm di-
ameter hole, A bent glass tube was placed in the hole to act as a vent. Each bottle contained 105 ml
. of sample.
One control sample of each fuel tested was set aside under nitrogen and in the dark. The other nine
samples of each fuel were placed in a force-draft oven at 80°C. Of these samples, three of each fuel
were removed from the oven after 24 hr, another three samples after 72 hr, and the final sample of
fuel after 168 hr. The samples were tested for color (ASTM D 1500), light absorbance, steam jet
gum (D 381), visual sediment, and particulates (D 2276, modified, 1.2-micrometer pore size filter).

8. 150°C Accelerated Fuel Oil Stability Test: In this test, three 55-ml samples of a fuel were mea- - |

sured into 2.5 cm x 20.0 cm culture tubes with screw caps. These tubes were Kimax Brand glass -
from Curtis Matheson Scientific, Inc., Catalog No. 225-870 (1977). The tubes contammg the sam-
ples were submerged to the necks in a 150° + 1°C oil bath. The vaps on the tubes were loosened
slightly to allow for air expansion in the tube. The samples remained in the batch for 30 minutes.

Two of the samples were combined and analyzed for color (I '1500). ix"glit absosbance, and partic-

- ulates (D 2276, modified, 1.2-micrometer pore size filter) while thc third was analyzed for Jet gum .

(D 381).

9. ASTM D 873-74 Oxidation Stability of Aviation Fuels (modified), often referred to as the poten-
tial residue method, measures the tendency of fuels to form gum and deposits under accelerated
aging conditions. The modifications made to this test and used in these studies are as follows:

. *The gum solvent was replaced with n-heptane.

_oThe sinterad glass crucible was replaced with a 1.2-micrometer filter using double fil-
ter tare procedure as in ASTM D 2276. ' '
eltems A (particulate), B (insoluble gum), and C (solubic gum) were all rcpomd as.
milligrams per 100 ml of sample (mg/100 mi). o
*The color (D 1500) was reported for the treated sample.

~ oThe visible sediment was reported. ' o
. #The treated sample was exammui for “sour” ok “ominzcd hnswd oil*! ouor and :
reported. 4 _ ‘

10. Light Absorbance; Spectrophotometric Analysis of Fucls L:sht absorbancc was measuxed ona
UV-Visible Spccuophulomctcr.

The light absorbance was recorded over the wavelcngth Scanning range of 630 to 400 naniometers

(nm) at a scanning specd setting of 2 nm per sccond, and the light absorham.c values were repcﬂcd
at 650, 575, 340, and 500 nin. ‘

The instrument was *“zeroed’* without cclls in the light p'&lh. Dcienizcd water was placcd in both
cells and scanned over the 6§30 to 400-nm range to determine the cleantiness of the cells and any
possible deviation of the baseline. The cells uscd were 1-em corex cells which had been cleaned with
solvents, detergents, and/or cleaning solution as required to maintain a 2ero baseline {0.005 absor-
bance units). The deionized water was removed from the sample ¢ell, and the call was rinsed with

acetone and dried with clean air. The fucl 10 baesamined was placed i the sample cell, and thesean - -
was repeated. For each fuel examined, the coll was cleaned as uoxed pxcv:ously, Pe:wdu.any, the

zero and bas».ainc scan weze cl.tcckcd with delonized water.
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11. Method for Testing Fuel Filterability

sDiscussion: In this method, 500-ml samples of prefiltered and neat test fuel were fil-
“tered through a 1.2-micrometer filter disc. Fuel filterability was evaluated by the ratio
-of the filtering time for the neat test fuel to the filtering time for the prefiltered fuel.
Equipment Suggested Supplier
. a. 1-092-10V1, Air Pump
_ b. 1000-m] Filter Flask

Fisher Scientific
Fisher Scientific

¢. 500-inl graduate cylinder “Fisher Scientific
d. Stop watch Fisher Scientific
¢. XX10-047-00 Pyrex Filter Holder Miliipore Corporation

Millipore Corporation

f. 1.2-micrometer Filter Disc No. RAWP-047-00
Millipore Corporation

8. Petri-Dishes PD-10-047-00
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APPENDIX B

PROCEDURE FOR OPERATION OF FIELD FUEL QUALITY MONITOR



~

INTRODUCTION

The cleanliness of the fuel is evaluated by first measuring the fuel color,
then filteriné the fuel and determining the amount of particulates on the
filters using a particulate-measuring device. The filters are rated by
measuring the amount of light which passes through the filters to estimate
the amount of particulates, A measure of the stability of the fuel is
obtained by aging a sample of the fuel at 150°C for 1.5 hours and deter=-
mining the amount of sedimenﬁ formed.

OPERATING PROCEDURE

1. General Instructions,
WARNING

Handle the equipment, components materials, and fuels
with utmost care, Dangers and hazards inherent in hand-
ling highly flammable 1liquid fuels require constant
observance of and strict adherence to rules governing
safety.

1.1 Be thoroughly fauiliar with the coutents of the monitor and the uses
and functious of each component before performing any test. Whean haudling
fuels, pay particular attention to the following safety precautions,

Provide adequate veantilation.

Poruit vo smoking ox open flames in the testing arvea.
Keep containers capped when filled with fuel,

Haadle liquids carvefully to avoid spills or splashes,

Immediately wipe up aay liquid that has spilled, and discard
wiping waterials in a wmetal coantainer.

‘e o o o ©

1.2 Alvays have a chemical fire extinguisher tn Operacing condition aearby,
_and kaow how to use 1t. . RS
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1.3 The following additional items are required for operation and mainten=-
ance of the monitor:

® (Clean rags and detergent for general cleanup of equipment.

1.4 The precautions required to assure a representative sample depend on
the type of product being sampled, the source from which it is drawn, and
the sampling procedure employed. A procedure suitable for the sampling con-
ditions should be used. (Chapter 4 of MIL-HDBK-200F gives detailed instruc-
tions for sampling). A Bacon Bomb sampler 1is included as part of the
monitor (Figure 1).

FIGURE 1. BACON BOMB SAMPLER

1.5 lmproperly taken samples can completely invalidate a test.'IAOnly

‘vesponsible aud trained personsel should be assigned to obtualn sample prod="
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"uets, The importance of obtaihing representative samples cannot be over-
stressed because analysis will not ‘give reliable data on a product if the
sample is not repreaentative.

1.6 This manual will in no way alter any assigned responsibility of various
activities for submitting special samples to a designated laboratory.

1.7 Do not take samples through storage tank cleanout lines, manifolds,
water draw-offs, bleeder valves, hose nozzles, etc., as such samplés will
not be representative of the product in the tank. When it is necessary to

sample service station tanks, and access to such tanks cannot be gained
through a manhole or sampling hatch, the tanks may be sampled through the

servicing hose after first discharging from the hose a volume of the product

estimated at two times the volume contained in the piping system.

1.8 Identify each sample container immediately after sampling by securely

- attaching a sample tag. Information om the tag should include the location
of the activity at which the sample 18 taken, name of person taking the sam-
ple, grade of material, quantity represented, specification of material when
known, stoerage tank number and locat:lon, date san'.pla was taken, type of sam=
ple, and reason for smple. '

2,  Determining the Colo;' of the Fuel,
2,1 .Color should be deteruined on the unfilteved fuel. -

| 2.2 Open the froat _cover' of the Comparator housing aud. place lthe center‘o_f ,
the Color Disc oa the ring with the number plates €acing the operator.
Close the cover. As the Disc. is votated, the unumber plates rvepreseating

- ASTM Color Numbers can be vead through the upper opening on the right-hand
alde of the froat cover. The aligument is such that only‘-ona -figure is

" vieible when a glass Color Standard is completely tn the field of view,

2.3 The obgervation fields for colorimetric comparison can ‘be seen through ’ 3
the -two central openings. Through the prism attachumemt, they ave seen as
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half-fields. The right-hand field is produced by the test sample in a tube
which is placed in the opening at the right of the instrument, while the
left-hand field is formed by one of the glass Color Standards.
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2.4 TFill a tube with the test sample to a height convenient for. full expo-

sure in the observation field and place it in the right-hand opening of the
apparatus. Make the .color comparison by revolving the Color Disc so that

Sar s
exlon

one Standard after another is brought into the observation field. When
using the Comparator with the prism attachment, view the color fields with
the eye iIn line with the center of the fields. The half-fields should be
free of shadow effect which 'can be caused by off-center or oblique observa-
tion. For normal eyesight, the preferred viewing distance is approximately
10 inches.

NOTE

Do not make the mistake of placing the eye close to the
Comparator housing, Do not prolong the observation for
more than 10 to 15 seconds. For very accurate readings,
let the eyes rest between such intervals, preferably by
viewing a gray or green surface,

-
‘j
1_’
R
¥

2.5 When a color match is obtained between the test sample and one of the

s

glass St.andards, the figure seen in the upper opening in the front cover

- gives the direct reading. If the color of the test solution is intermediate

- between those of two glass Standards, the result to be teported'hill be

" internediate bet:ween their correaponding values and ‘may be eet:l.mat:ed by -
: 1ntetpolation.

prea

AR

o pute et

2.6 While waking readings, the opal glass plate at the back of the Com~

- -pavator ‘shall €ace dictectly toward the light, and care should be taken that

 pronounced shadows do uot cauge uneven illumination of the Couparator

"7:f1e1da. ‘Northern exposure provides the best daylight for colorimetric

deternination, but aay indirect light from outdoors usually will be satis-

‘factory. Direct sunlight. ahould aluaya ‘be avoided, even in the early wornw
'*1ns or lace afternoon. '
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3., Filtering the Fuel Sample.

3.1 Assemble the fuel filtering apparatus as pictured in Figure 2.

'V'“. ) ’/x,.'/z/

///’ / M////// 4

" FIGURE 2, FUEL FILTRATION ASSEMBLY

3.2 Remove the filter funnel aud, using the fo:ceps. place two of the glass
fiber filters onto the filter support, Note: .Be certain the “rough® side .
of the filters 1o up. ' :

3.3 Replace the filter fuunel, waking certain the two filters remain in
place. ' C '

3.4 Shake the sample can and rvinse the graduated cylinder with 50 k. of
fuel to prevent carryover from the previous sample, Heasure 250 al of the
fuel to be tested, apply vacuun to the flask with the haad pump, and pour

“‘the fuel into the filter fuanel,
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3.5 When all 250 mL of the fuel have been filtered, release the vacuum and re-
move the cap- from the receiving flask., Do not separate the filter funnel
from the filter support or otherwise disturb the filters.

3.6 Pour the filtered fuel into a suitable contaimer for disposal.

3.7 Replace the recelving flask cap, shake the sample can, and measure
another 250 mL of fuel sample,

3.8 Pour this sample into the filter fuunel ‘and apply vacuum,

3,9 When all of this 250 mL sample has been filtered, release the vacuum,
3.10 Remove the cap from the receiving flask and SAVE THE FILTERED FUEL in a
suitable clean container, labeled with: the aample number, for future stabil-

ity testing.

3.11 A total of 500 L of fuel has now been passed through the filters in
preparation for particulate measuring.

4. Measuring Particulates Using the Contaminated Filter Heasuring Device.
(CFHD) « See Figbte 3.

fron the CFMD and place on table uear the CFMD, Lo _

| 4.2  1ift up the matal lid of each filter holdexr ‘and inapect glaes ca enaure_' ;~ -

ic is clean.

4.3 Bemove :he filter fumael from ché filter support of the apparatus that
~was used in pavagraph 3.1 through 3.11, r.aking care not to disturb the
deposits on the filter pad,

" 441 Using forcep&, carefully temove the top filter which has trapped the
‘particulate, and place 4t on the glaas surface of the aanple filter. nolder
Of the CF“DO
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FILTER™ = -
MEASURING

DEVICE .

puSH TO TEST

FIGURE 3. CONTAMINATED FILTER MEASURING DEVICE (CFMD)

4.5 Remove the bottom filter from the filtering apparatus and place it on
the glass surface of the “"veference” f£ilter holder of the CFMD.

4.6 Close the metal lid of each CFMD filter holder, and wet each of the
filters with 10 deops of clean filtered fuel,

4.7 Replace the filter holders {a the slots of the CFMD, taking care to en-
sure that the proper holder is in each slot and that the holder was anot in-
serted upside down. The identification labels on the edge of each holder
should agree with the label above each slot. |

4.8 Press the button carked "Push To Test" and record the number of lights
which are illuminated on the LED bargraph readout. The number of lights
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illuminated relates to the amount of particulate present on the sample fil-

ter as shown in Table 1.

TABLE 1., RELATIONSHIP OF CFMD LAMPS ILLUMINATED,
TO WEIGHT OF PARTICULATE ON TEST FILTER

Cied e b

. - Approximate Weight
Number of : of Particulate on Filter

Lamps Illuminated ‘ in Milligrams

0 . - 0-1.5
9. = 1.5e2
o 8 - . 23
7 - 34
6 - = 4=5
by 5 - | 5=6
72; 4 = 6~7
3 - 7-8
) 2 - 810
1 - - >10

4.9 Should the CFMD fail to operate, remove the battery coampartment cover
" from the rear of the uuit and veplace the “C¥ size batteries (6 each), B@ '
“gure to observe proper'polarity‘when veplacing batteries, The CFMD is de- ,’A°
_ :eigaed to uee little power 80 the batteries should last &; least 4 months in
- notmal service. T ' S SR

- R
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- 5. Measuring for Stability.

5.1 Summary of Method: A weasured volume of distillate fuel 1s aged 90
winutes at 150°C (302°F) in an open tube with air exposure. After aglag and
cooling, the fuel is filtered, and the amount of imsoluble particulates. that
‘are formed is estimated. - ' ‘ ' '
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A WARNING

- There are exposed hot surfaces vn the heating apparatus
N (see Figure 4), which can cause severe burns. Avoid

\: contact with exposed skin by use of protective equipment

ags required. The oil sample vapors must be properly

S vented to prevent their entering the work atmosphere.

o The block should be located in an open area free of

e sparks and open flames,

%

& 5.2 Place the empty tube block into the heating base.

* S 5.3 Place the thermometer into the tube block and set the blower support in
EE; _'_ place on the heating base. Do not put the blower onto the blower support at
‘ S this time,

:;, , 5.4 Plug in the heating base and adjust the heater comtrol until the ther-
§§-- | mometer reads a stable 150°C for 15 to 20 minutes.

hY

K 5.5 Using the graduated cylinder, measure 50 mL of the filtererd fuel from

- the cleanliness test:ing procedure (paragraph 3,10 abave).

| 5.6 Pour the SOme sample into one of the aglug tubes,
5.7 RémDVe the th¢tm§¢9ter fgpﬁ the tube plocE.FA
5'.8_ Place thei_,u‘n_capped mple ‘tube(s) into;ghé Vtubg’blo'ck.

5.9 Screw the charcoal filter packsge iato the threads on the uaderside of N
the blower assembly. Set the blower in place, and plug in the blower.

5.10 Heat the sample(s) for 90 winutes t 3 winutes,
WARNING

Fuels will be heated above their flash points. Fuels
with initial volling points below that of No. 2 fuel
(keroseue, Jet A) way boll under the couditiouns of the

65
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EEATING APPARATUS FOR FUEL AGING

PIGURE 4.




~'_3=_' ] test, Fuel samples which may contain gasoline

or other volatile materials may vaporize excess~
S ively and should not be tested. The block must

- ] be located in a ventilated area and kept away

tx - . ' from sparks and open flame.

N

}'\ 5.11 Remove the sample(s) from the block and allow them to cool gradually to
& N 21° to 26°C (70° to 80°F) over a period of 1.5 to & hours in a location
Y shielded from light. Do not allow the samples to cool more than 4 hours.
.

5.12 Prepare the filtration assembly with two new filters and filter the
( aged fuel eample. Note: If the deposit om the filter pad is not evenly
i i, distributed, the pad should be rejected, and the test rerun after cleaning
;f 3 the filtratioun apparatus,

a 5.13 Determine the amount of particulate present on the filters as described
;..,; ; in Section &4 above.

N 3

\ X 5.14 When tube block has cosled to room temperature, clean the block with a
“* . wara detergent solution, Also clean the agiung tubes in solvent® and a warn

'der.ergent: solution. = The heating base should be cleaned by wiplag it with a
vclean_, dry rag. '
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* Pogsible solvents include palat rewover, carburetor cleaner, and TAM (a
wixture of equal parts toluene, acetone, and wethanol). This golveat rimse
18 to remove gua deposits from the walle of the agiag tube.
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APPENDIX C

PARTS LIST AND LIST OF MANUFACTURERS
AND SUPPLIERS
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'PARTS LIST

) A | . S Manufacturer/ Qty Inc.
R . .o _PartNo, T _ Description Supplier in Unit

N < ' Al -001 Contaminated Filter Meas, Device 001 lea
R . ©110X Carrying Case (15"x26"x9") 002 1 ea
: : ZIP 850 Carrying Case {10"x16"x11.5") ~ 002 1l ea
149 4954 Filter, Neutral Density - - 003 2ea
~ S 6238 ‘Thermometer, 00-250°C Range 010 1 ea
. 4201  Magnetic Filter Funnel o 005 lea
‘ o 094-219 Filter Discs, Glass 7 004 ' 1 pk
s . Microfiber, Reeve Angel 93b-AH (100)
E D2568 Forceps, Filter o009 lea
. . 349.587 Pump, Vacuum, Hand Operated 066 . lea
E 232-413  Torgs, Crucible L0 . lea
R . 279489 Tubes, Culture, 20x150mm. - 006 . l0ea
- 146323 Flltration Cap Assembly. S a0 T S 2ea
166706 Flask, 500 mL, Polypropylene . 007 2ea
146329 Stand, Vacuum Manifold - Q07 lea
|603-1-HT - Oil Comparater . . . 008 . . lea

[
Vg

‘
. KA TS

B

607-T26 © Ywbes - . . -0 ° T le

X L° 620CeS3 . Color Disc . .. .- . 08 - lea
-3 6205k ColovDise . . - T . o8 lea
TH2090 T Weating Block - T o9 Y lea
N AL-002 -7 “Tube Block, 3 Holes e e lea
: G-7518-2A  Safety Glasses -~ .. . . 009 . 1pr
. R-5240-3  Tubing, Tygon e 2t




LIST OF MANUFACTURERS AND SUPPLIERS

Code - Name and Address
001 A ‘ Fabricated on site at Southwest Research Institute
002 Zero Corporation

Burbank, CA 91503

003 Eastman Kodak Company
Rochester, NY 14650

004 Curtis Matheson Scientific, Inc.
P.O. Box 1546
Houston, TX 7700!

005 Gelman Sciences
600 South Wagner Road
Ann Arbor, M1 48106

007 Spectrum Medical Inc,, Inc.
48 Middle Village Station
- Queens, NY 11379

008 Hellige, Inc.
877 Stewart Avenue
Garden City, NY
009 American Scientific Products :

McGaw Park, IL 60085

010 Sybron/Taylor
Arden, NC 28704
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US ARMY GENERAL MATERIAL &
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- BLDG 247, DEFENSE DEPOT TRACY
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CDR
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HQ, US ARMY T&E COMMAND
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CDR, US ARMY TROOP SUPPORT
COMMAND

ATTN: AMSTR-ME : !
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ST LOUIS MO 6320 .

HQ
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ATTN: ATSP-CD-MS (MR HARNET)
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REDSTONE ARSENAL AL 35309

CDR

US ARMY QUARTERMASTER SCHOOL -

ATTN: ATSM-CD
ATSM-TD
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FORT LEE VA 2330l

 HQ, US ARMY ARMOR CENTER AND .

FORT KNOX
ATTN: ATSR-CD -

"FORT KNOX KY ‘6»0‘1217-

CDR
101ST AIRBORNE DIV (AASLT)

 ATTN: AFZB-KE-J

AFSB-KE-DMMC
FORT CAMPBELL KY 42223

CDR

.US ARMY WESTERN COMMAND

ATTN: APLG-TR
FORT SCHAFTER HI 96858

CDR
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DEVELOPMENT ACTIVITY
ATTN: ATZL-CAT-E
ATZL-CAT-A

FORT LEAVENWORTH KA 66027
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CDR

US ARMY LOGISTICS CTR

ATTN: ATCL-MS(MR A MARSHALL)
ATCL-C .

FORT LEE VA 23801

CDR

US ARMY FIELD ARTILLERY SCHOOL
ATTN: ATSF-CD

FORT SILL OK 73503

CDR
US ARMY ENGINEER SCHOOL
ATTN: ATZA-TSM-G
ATZA-CDM
ATZA-CDD
FORT BELVOIR VA 22060-5606

CDR

US ARMY INFANTRY SCHOOL
ATTN: ATSH-CD-MS-M

FORT BENNING GA 31905

DIR
US ARMY MATERIALS & MECHANICS
RESEARCH CENTER.
ATTN: AMXMR-M
AMXMR-O
WATERTOWN MA 02172

PROG MGR, TANK SYSTEMS
 ATTN: AMCPM-MIEL
| AMCPM-M60
" WARREN MI 43090

- CDR

‘US ARMY ARMOR & ENG!NE:.ER BOARD

ATTN: ATZK-AE-AR
ATZK-AELT
' FORT KNOX KY 40121 .

- CHIEF, U.S. ARMY LOGISTICS

ASSISTANCE OFFICE, FORSCOM

- ATTN: AMXLA-FO (MR PITTMAN)
FT MCPHERSON GA 30330

DEPARTHENT OF THE NAVY |

CDR

NAVAL SEA SYSTEMS CMD

ATTN: CODE 05M4 (MR R LAYNE)
WASHINGTON DC 20362
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'CDR
DAVID TAYLOR NAVAL SHIP R&D CTR
ATTN: CODE 2830 (MR G BOSMAJIAN) |

CODE 2759 (MR STRUCKO)
CODE 2831
ANNAPOLIS MD 21402

CcG

FLEET MARINE FORCE ATLANTIC
ATTN: G4 (COL ROMMANTZ)
NORFOLK VA 23511

CDR

NAVAL SHIP ENGINEERING CENTER
ATTN: CODE 6764 (MR. BOYLE)
PHILADELPHIA PA 19112

PROJ MGR, M60 TANK DEVELOPMENT

ATTN: USMC-LNO

US ARMY TANK-AUTOMOTIVE
COMMAND (TACOM)

WARREN MI 48090

DEPARTMENT OF THE NAVY

. HQ, US MARINE CORPS

ATTN: LPP (MAJ WALLER)
LMM/3 (MA] WESTERN)

'WAsmNG'mN DC 20380
CDR

NAVAL RESEARCH LABORATORY

-ATTN; CODE 6170 -

CODE 6130
CODE 6110 (DR HARVEY)

wAsmNc*roN DC 20375

CDR -

- NAVAL FACILITIES ENGR CTR
ATTN: CODE 12028 (MR R BURRIS)
- 200 STOVWALL ST

ALEXANDRIA VA 22322
CHIEF OF NAVAL RESEARCH
ATTN: CODE 473 )
ARLINGTON VA 22217

COMMANDING GENERAL

US MARINE CORPS DEVELOPMENT

& EDUCATION COMMAND

"ATTN: DO74 (LTC WOODHEAD)

QUANTICO VA 22134

1
1

—

P




DR, NAVAL MATERIEL COMMAND
ATTN: MAT-08E (DR A ROBERTS) 1

MAT-O8E {MR ZIEM) l
WASHINGTON DC .20360

GG

FLEET MARINE FORCE PACIFIC

ATTN: G#& (COL HARMS) !
CAMP H.M. SMITH HI1 9636l

CDR

NAVY PETROLEUM OFC

ATTN: CODE 43 1
CAMERON STATION

ALEXANDRIA VA 22314

DEPARTMENT OF THE AIR FORCE

HQ, USAF
ATTN: LEYSF (COL CUSTER) 1
WASHINGTON DC 20330 :

HQ AIR FORCE SYSTEMS CMD
ATTN: AFSC/DLF (MAJ VONEDA)
ANDREWS AFD MD 20334

. —

CDR

US AIR FORCE WRIGHT AERONAUTICAL -

. LAB
ATTN: AFWAL/POSF (MR CHURCHILL) |
AFWAL/POSL (MR JONES) |

AFWAL/MLSE (MR MORRIS) 1

wmcm-mr'rmscn AFB OH 45033

-CDR
SAN ANTONIO AIR LOGISTICS
CTR '
ATTN: SAALC/SFT (MR MAKRIS) = I
SAALC/MMPRR i
KELLY AIR FORCE BASE TX 78241

. CDR
'WARNER ROBINS AIR LOGISTIC
CTR
CATTN:  WR-ALC/MMTV (MR GRAHAM) |
ROBINS AFB GA 31098

CDR

HQ 3RD USAF S
ATTN: LGSF (MR PINZOLA) 1
APO NEW YORK 09127 |

CDR

DET 29

ATTN: SA-ALC/SFM
CAMERON STATION
ALEXANDRIA VA 22314

OTHER GOVERNMENT AGENCIES

NATIONAL AERONAUTICS AND
SPACE ADMINISTRATION

VEHICLE SYSTEMS AND ALTERNATE
FUELS PROJECT OFFICE

ATTN: MR CLARK

LEWIS RESEARCH CENTER

CLEVELAND OH 44135

US DEPARTMENT OF ENERGY
CE-1312
ATTN: MR ECKLUND

FORRESTAL BLDG.

1000 INDEPENDENCE AVE, SW
WASHINGTON DC 20585
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